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abSTraCT
The energy demand of the building sector is increasing rapidly, driven by the improved access to energy 
in developing countries, greater ownership and use of energy-consuming devices, and rapid growth 
in building floor area. Energy demands in the building sector account for more than 30% of the total 
energy consumption and more than 55% of the global electricity demand. Efforts to develop sustain-
able buildings are progressing but are still not keeping up with the growing building sector and the 
rising demand for energy. analyzing the energy consumption pattern of the buildings and planning for 
energy conservation in existing buildings are essential. In this research we proposed a method to anal-
zse the energy pattern of university buildings using k-means clustering method. Energy consumption 
in Science, non-science and office buildings of university is analyzed and their respective base energy, 
energy consumption due to human activities and air-conditioning energy consumption is calculated. 
The proposed method is successful in classifying the energy consumption and will prove to be helpful 
in the planning of energy conservation in buildings.
Keywords: accuracy measurement, clustering, base and peak energy, energy conservation, energy 
 consumption pattern analysis, K-means.
1 INTrODuCTION
The energy demand of the building sector is increasing rapidly, driven by the improved access 
to energy in developing countries, greater ownership and use of energy-consuming devices, 
and rapid growth in building floor area [1]. Energy consumption pattern analysis and energy 
conservation planning are essential for the improvement of energy conservation in existing 
buildings. here, we propose an analytical method of the energy consumption pattern in build-
ings using k-means clustering.
Clustering is a process of partitioning data objects into groups, or clusters, so that the 
objects within a cluster are similar to one another and dissimilar from the objects in other 
clusters [2]. Clustering has a variety of applications in different domains, viz., data mining 
and knowledge discovery, data compression and vector quantization, optimization, 
finance, manufacturing, and medical organizations. Due to the improvement in sensors, 
data loggers, detection, and storage technology and the remarkable progress in making 
internet searches, digital imaging, and video surveillance, an enormous amount of data is 
being generated on a daily basis. This rapid increase in both the volume and types of data 
has made it mandatory to develop methodologies that can automatically understand, 
 process and summarize data. To deal with this problem, clustering techniques are in 
easy reach.
among various clustering, k-means, developed by macQueen is most widely used. The 
simplicity of k-means and its capacity to cluster large amounts of data, including both 
quickly and efficiently. It remains as a basic framework for developing numerical or concep-
tual clustering through various possibilities of distance and prototype choice [3]. Thus, in this 
research a time series of building energy data was analyzed by a k-means clustering tech-
nique to study the building energy pattern. The result of k-means is not unique because it 
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produces different results from randomly chosen initial centers. The k-means algorithm 
results can be improved when the initial partitions are chosen close to the final solution.
1.1 an overview of k-means clustering algorithm
k-means uses Euclidean distance formula to find the correlation between two objects:
 dist (x, y) = x yi ii
n
−( )
=
∑ 21  (1)
where xi and yi are the attributes of a given object, and i vary from 1 to n.
Initial centroids are determined randomly using k-means clustering. The steps taken are 
as follows:
1. Determine the desired value of k, where the value of k is the number of the desired 
 clusters.
2. Determine the initial centroids. The initial centroid is assigned randomly from the exist-
ing data, and the number of clusters is equal to the number of initial centroids.
3. Find the nearest centroid of each data point by calculating the distance to each centroid 
using the Euclidean distance formula.
4. group the data by minimum distance. a data point will be part of a cluster if it has the 
closest distance from its cluster center.
5. Find new centroids based on the average of the data for each cluster.
6. return to step (iii).
7. Stop if there are no data changes in the cluster assignment.
1.1.1 related works
Santamouris et al. [4] used intelligent fussy clustering technique to classify the energy per-
formances of school buildings. Five energy clusters for both the total and the heating energy 
consumption have been calculated. The clustering method is compared with the frequency 
rating procedure. Fussy clustering technique is found to produce more robust classes and 
classify the buildings according to existing similarities. amari et al. [5] used k-means clus-
tering to analyze the electricity consumption pattern of 370 clients collected from 2011 
through 2014. using dimension reduction technique whole data were reduced to four attrib-
ute. Each attribute represents the sum of values of four seasons spring, summer, autumn and 
winter. Then the data were classified into five clusters using k-means clustering. as a result, 
highest and lowest energy consumption in summer and spring, respectively, was obtained. 
Damayanti et al. [6] used k-harmonic clustering technique for grouping one-year electric 
load profile. One whole year electrical consumption data was divided into two clusters. Elec-
trical load profile is generated for both the cluster. The first cluster pattern has irregular load 
pattern dominated by holidays whereas second load profiles describes the burden on week-
days due to higher load demand of offices and industries. Fahim et al. [7] proposed a method 
for enhancing the performance of k-means algorithm. In original k-means algorithm the 
distance between each points and cluster centroid is calculated in each iteration so the com-
putational time is high. In this method from second iteration, distance is measured for only 
those points whose distance is increased, so computation time is reduced. but the initial 
centroids are selected randomly, so this method is sensitive to initial centroid and also does 
not produce the unique result.
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outliers. The detected outliers are then converted into not available values (Na) and finally 
imputed using linear interpolation.
The initial centroids of k-means algorithm is determined using percentile method based on 
empirical cumulative distribution. If k is the desired number of clusters, the cumulative den-
sity is divided into (k + 2) equal percentile. Then the values of energy consumption 
corresponding to the percentile in empirical cumulative distribution are chosen. The smallest 
and the largest values are neglected in order to reduce the effect of maximum and minimum 
values, outliers and also to prevent the empty clusters. This method produces unique cluster-
ing result with better accuracy than the original k-means algorithm. Figure 1 represents the 
selection of initial centroid using percentile method proposed in this research.
3 aNalYSIS OF uNIVErSITY ENErgY CONSumPTION PaTTErN uSINg 
CluSTErINg TEChNIQuE
We apply the proposed k-means clustering method to find the energy pattern in three differ-
ent buildings of Chubu university belonging to the College of Engineering, the College of 
2 OuTlIEr DETECTION aND INITIal CENTrOID SElECTION
an outlier is an observation that deviates from other observations as to arouse suspicion that 
it was generated by a different mechanism; it is also a noisy observation that does not fit the 
assumed model of the data. Outliers commonly occur in building energy consumption 
measurements. The presence of an outlier in clustering data may lead to an inappropriate 
result. moreover, if there are missing values in the clustering data, then the clustering 
becomes impossible. however, simply dropping the fixed number of values as outliers may 
inadvertently cause the loss of important observations. Thus, in this research Tukey’s 
method is used for detection of outliers because it uses quartiles that are less sensitive to 
extreme values. The interquartile range (IQr) is the distance between the lower (Q1) and 
upper (Q3) quartiles. The inner fence = [Q1–1.5 IQr, Q3+1.5 IQr], and the outer fence = 
[Q1–3 IQr, Q3+3 IQr]. The values that lie beyond the inner and outer fences are consid-
ered possible outliers, whereas the extreme values that lie beyond the outer fence are 
considered probable outliers. Data used in this research contain some very extreme values. 
Inner fence cannot detect all of the extreme values, so outer fence is used to detect the 
Figure 1: Selection of the initial centroid by using the percentile method.
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business, and the administrative Department. The College of Engineering contains different 
research equipment and servers that run continuously. analyzing the energy pattern of these 
buildings can clarify the impact of experimental and research equipment on building energy 
consumption.
In the case of College of Engineering, base energy consumption, which is represented by 
cluster 1 in Fig. 2(b), as well as the separation between cluster 1 and cluster 6 from 0:00 am 
to 4:00 am, was also found to be large. This feature of the College of Engineering building 
differs from Non-science departments and the administrative buildings. The large consump-
tion of energy on non-air-conditioning days, as represented by clusters 2 and 3 in Fig. 2(c), 
indicates the effect of research equipment.
Fig. 3(a) represents the calendar plot of the administrative building of Chubu university. 
The administrative building does not host any research equipment that runs nonstop for 24 
hours as found in the College of Engineering. Thus, the base energy consumption, which is 
represented by cluster 1 in Fig. 3(b), is found to be quite small. The low energy consumption 
of clusters 2 and 3, as represented in Fig. 3(c), indicates the lack of research equipment in the 
administrative building. most of the energy consumption occurs on air-conditioning days, 
represented by clusters 4, 5 and 6. The energy consumption increases sharply around 8:00 
am, when the employees start working. Similarly, consumption decreases from 12:00 Pm to 
1:00 Pm, as found from clusters 2 to 6, due to the lunch break. Clusters 1 to 6 coincide with 
each other from 0:00 am to 4:00 am, which also supports the lack of research equipment in 
office buildings.
Figure 2: (a) Calendar plot for the College of Engineering; (b) Cluster 
centers for the College of Engineering; (c) Percentage of 
energy consumption per cluster in the College of Engineering.
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Fig. 4(a) shows calendar plot for the College of business. The base energy consumption, 
which is represented by cluster 1 in Fig. 4(b), is small, and the difference between clusters 1 
and 6 between 0:00 am and 6:00 am is very small in comparison to the College of 
 Engineering. The low energy consumption of clusters 2 and 3, presented in Fig. 4(c), again 
indicates the lack of research equipment. most of the energy consumption is on air-condition-
ing days, represented by clusters 4 to 6. This shows that energy consumption in Non-science 
departments is quite similar to that of the administrative building at the university.
In case of Chubu university in the year 2015 the air-conditioning cooling period was 
from 15 june to 15 September whereas heating period was from 15 November 2015 to 15 
april 2016. In Chubu university usage of air-condition in the interim period is not allowed 
except for sudden changes to extreme weather condition and some other exceptional cases. 
Cluster 1 usually falls on Sundays and national and university holidays when no lighting or 
air- conditioning is being used. The energy consumption on these days is due to sensors, 
servers, refrigerators and research equipment that run 24 hours a day all year round. This 
is the least amount of energy consumption that occurs in a day in a year. Thus, cluster 1 
yields the base energy consumption of the university if its value is summed for one whole 
year, i.e.:
 Yearly base energy consumption = E × N (2)
where, E is the energy consumption of cluster 1, N the number of days of the year.
base energy consumption has always been an important topic for building energy con-
sumption reduction. unlike peak energy, which occurs for few hours in the daytime, base 
Figure 3:  (a) Calendar plot for administrative building; (b) Cluster 
centers for administrative building; (c) Percentage of energy 
consumption per cluster in administrative building.
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energy occurs for whole 24 hours so, reduction of hourly base energy consumption of a 
building by 1 kWh can lead to the yearly base energy consumption reduction by 8,760 kWh.
Energy consumption due to human activities is the energy consumed by the use of lighten-
ing, computers, Oa equipment, elevators, etc., excluding the energy consumption of 
air-conditioning. Since clusters 2 and 3 mostly fall on the days without the use of air-condi-
tioning, energy consumption due to human activities can be obtained by subtracting energy 
consumption of cluster 1 from cluster 2 and 3 and summing them.
Clusters 4, 5 and 6 mostly fall on the days with the usage of air-conditioning so, the energy 
consumption by air-conditioning can be obtained by subtracting energy consumption of clus-
ter 3 from clusters 4, 5 and 6, respectively, and summing them. In Chubu university both 
electricity and gas are used for air-conditioning so, the primary energy consumption of gas is 
also considered.
Figure 5 shows the classification of energy consumption by usage in three different 
 buildings of Chubu university. base energy consumption is found higher for College of Engi-
neering whereas in case of other two buildings air-conditioning energy consumption is found 
to be higher.
To find the accuracy of clustering result, we performed clustering on building no. 52 of 
Chubu university. This building belongs to the college of life and health Science. The reason 
for selecting this building is that, building no. 52 is the newly built building of Chubu  university 
so, installing sensors for energy consumption measurement is convenient than old buildings. 
The actual measurement data contains one-year data from 1 april 2015 to 31 march 2016.
Figure 4: (a) Calendar plot for the College of business; (b) Cluster 
centers for the College of business; (c) Percentage of 
energy consumption per cluster in the College of business.
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From Fig. 6 it is found that the clustering result of building no. 52 is similar to the actual 
measurement data. Thus, clustering technique can be used to classify the single energy con-
sumption data of a building into their respective base energy, human activity energy and 
air-conditioning consumption.
using eqn (2), the base energy consumption of the College of Engineering, the administrative 
building and the College of business was calculated. Figure 7 shows that the base energy 
consumption per square meter per year in the College of Engineering is 5.9 times greater than 
that of the administrative building and 4.2 times greater than the College of business. high 
energy consumption in the College of Engineering is due to research  equipment and machines 
that run 24 hours a day, which are not present in the other two buildings.
To find the difference between the peak and base energy consumption in the abovemen-
tioned buildings, the ratio of the energy consumption of cluster 6 and cluster 1 was calculated 
from 10:00 am to 17:00 Pm. The boxplot shown in Fig. 8 shows the difference in peak 
Figure 5: Classification of energy consumption by usage.
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Figure 6: Comparison between clustering and actual measurement.
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energy consumption between these three buildings. The average ratios of 2.5, 5.62 and 4.70 
between cluster 6 and cluster 1 were found for the College of Engineering, the administrative 
building, and the College of business, respectively.
a large base energy but a small ratio between base and peak energy shows that base energy 
consumption reduction is of primary focus in the College of Engineering, whereas a low base 
energy consumption but a high ratio between base and peak energy consumption in the 
administrative building and Non-science departments shows that there is more potential for 
the reduction of peak energy consumption than the base energy consumption in the adminis-
trative building and Non-science departments shows that there is more potential for the 
reduction of peak energy consumption than the base energy consumption.
To find the relationship between base and peak energy in the case of Science and Non- 
science buildings of Chubu university, additional buildings are included and a scatter plot as 
Figure 7: base energy comparison of three buildings at Chubu university.
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Figure 8:  boxplot showing the ratio between peak and base 
energy for three buildings at Chubu university.
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shown in Fig. 9 is drawn. blue points represent the buildings of Non-science departments 
whereas the red triangle represents the buildings Science departments. The numbers near the 
points and triangle are the name of respective buildings of Chubu university. average base 
energy in this figure is the average of energy consumption from 0 am to 5 am whereas aver-
age peak energy consumption is the average of energy consumption from 10 am to 5 Pm. In 
case of buildings of Non-science departments r2 value was found small so, the relationship 
between base and peak energy consumption was not found, whereas in the case of buildings 
of Science departments R2 value was 0.904 so, peak energy consumption for peak days was 
found to increase with the increase in base energy consumption.
4 CONCLUSION
This paper presented a method to increase the performance of a k-means algorithm by choos-
ing better initial centroids than the k-means random initialization method. Initial centroids 
chosen by using the percentile method from empirical cumulative distribution produce unique 
clustering result irrespective of the run times, have a better accuracy and were also able to 
remove empty clusters.
using proposed k-means clustering, the energy patterns of three different buildings, the 
College of Engineering, the administrative building, and the College of business, were ana-
lyzed. It was found that the College of Engineering had a large base energy consumption, but 
the ratio between the base and peak energy consumption was found to be small. The adminis-
trative building and Non-science buildings were found to have a small base energy consumption, 
but the ratio between base and peak energy consumption was found to be higher in comparison 
to the College of Engineering. Thus, it can be concluded that the base energy in the College of 
Engineering has a high potential for energy reduction, whereas in the administrative buildings 
and Non-science departments, the potential for peak energy reduction is higher.
For conservation of energy in university, it is essential to understand the energy consump-
tion structure of university buildings. The energy consumption structure differs from buildings 
to buildings depending on the purpose of the buildings, types of activities carried out and the 
types of facilities used in the buildings. This research helps to classify a single energy con-
sumption data of the university buildings into base energy, human activity energy consumption 
and air-conditioning energy consumption. This classification of energy helps in the planning 
Figure 9:  Scatter plot showing the relation between base and peak 
energy consumption in buildings of Science and Non-
science departments.
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for energy conservation in the university buildings. moreover, clustering is a machine learn-
ing process so, this method can be applied for the automatization of analysis of energy 
consumption pattern in buildings having similar energy consumption pattern, saving both 
time and labor.
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